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4 Opening Shrink End Cap Type WP 4 pipes

Installation manual
The shrink end cap is supplied individually (article number 16128) or as a set with sealing tape for thin-walled cable protection pipes 
(article number 16129).

Clean the surface in the contact area of the cap with 
a clean, lint-free cloth and suitable cleaner, dry and de-
grease. Then preheat with a soft flame to approx. 50°C. 

Only set with sealing tape: Generously wrap thin-
walled pipes with the sealing tape provided, with at 
least 50% overlap. (Up to at least 12 cm from the 
end of the casing pipe). 

Push the end cap over the casing pipe. (If necessary, 
spread the individual tubes apart slightly.) 

Apply a soft flame evenly and all around the shrink end 
cap. Avoid exposing the casing pipe/media pipe to 
flames/overheating. Heat in intervals (apply flame for 
5 seconds, facing away from the cap for 5 seconds). 
The heat travels slowly through the material. Give the 
cap time to react. 

When the cap fits evenly, the installation is finished.
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